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1. Introduction
In order to produce electric energy by means of a 
hydroelectric power station, it can be considered that the 
failures of the turbine system of a hydroelectric group 
impact considerably in the reliability and availability of the 
electric generation system, causing unavailability in the 
medium and long term, as well as the necessity of having 
to plan in an unscheduled way works in the hydroelectric 
groups of great economic impact and loss of utilities 
(overhaul, total or partial dismantling, request of supply of 
singular pieces with long term of manufacture).
The objective of the article is to implement a maintenance 
optimization process of the turbine system (one of the 
most important systems of the hydroelectric group), 
starting from the current state of the maintenance 
strategy with stops of the group (unavailability in terms of 
operation) at a defined frequency (quarterly, annual) until 
a new strategy of greater control in continuous conditions 
and, based on this control, to be able to define actions 
that imply technical and economic improvements in terms 
of the maintenance strategy to be applied.
A hydropower plant is a facility that uses hydraulic energy 
for the generation of electric power. These plants use the 
potential gravitational energy that the water mass of a 
natural course possesses by virtue of a difference in level, 
also known as “geodesic jump” (Gulliver & Arndt, 1991). 
When falling between two river levels, the water passes 
through a hydraulic turbine that transmits the energy to 
an electric generator where it is transformed into electric 
energy.
2. Turbine system
The water turbine converts the energy of a waterfall into 
mechanical energy. The turbine-generator set is usually 
called a hydroelectric group, and depending on the height 
of the falls, the flow rates and the energy needs, there are 
different types of turbines.
2.1. Function of the turbine system
The water turbine is a water-powered rotary machine. In 
this way it converts the hydraulic energy of a stream or 
waterfall into mechanical energy (Gulliver & Arndt, 1991). 
The basic element of the turbine is the impeller, which 
has blades or propellers placed around its circumference 
in such a way that the moving fluid, on impact, produces 
a tangential force that drives the impeller and makes it 
spin. The rotation is transferred through its axis to move 
any machine coupled to it. The hydraulic turbine turns the 
generator rotor, which transforms the mechanical energy 
that moves the turbine shaft into electrical energy.
2.2. Subsystems and equipment
The Turbine System can be subdivided into the following 
subsystems or equipment indicated in Table 1. Figures 2, 
3 and 4 show different parts of the turbine system.
The different equipments of the turbine system are 
(Gulliver & Arndt, 1991):
Spiral case: This is the conduit that transports the water 
from the forced pipe to the turbine. Its shape makes the 
AN APPROACH TO A MAINTENANCE PLAN FOR A TURBINE OF 
HYDROELECTRIC POWER PLANT. OPTIMISATION BASED IN RCM AND 
FMECA ANALYSIS
Francisco Javier Martinez-Monseco 
Escuela Técnica Superior de Ingenieros ETSI-UNED, Madrid. Spain. 
Manager of the hydroelectric plants of Barcelona and Girona (Ter Unit) of the company Enel Green Power Iberia Hydro. Spain.
Abstract: 
The generation of electric energy is a continuous process of great strategic importance in the development of countries. 
The evolution in the last decades of different environmental control protocols at a global level has influenced the rise of 
renewable energies with low impact on the environment. These reasons make it important that this process has an effective 
maintenance management system that guarantees adequate reliability, availability and useful life of its assets. This article 
describes the implementation of the optimization of the traditional preventive maintenance that is carried out in regular 
temporary intervals with unavailability of the hydroelectric group, to be able to take advantage of the data base of operation 
of the group (failure modes, criticality, application of maintenance strategies to condition and maintenance 4.0, etc…).
Keywords: Maintenance, Reliability, Power plants, Industrial processes.
Cite as: Martinez-Monseco, F.J. (2021). An approach to a maintenance plan for a turbine of hydroelectric power 




Received: December 09, 2020; Accepted: January 14, 2021; Published: January 31, 2021
 
Journal of Applied Research in 
Technology & Engineering
Francisco J. Martinez-Monseco, 2021
Journal of Applied Research in Technology & Engineering, 2(1): 39-50, 202140
liquid circulate with uniform speed and without forming 
whirls. In addition, the section gradually decreases as 
it goes through the turbine to increase the speed of the 
water, the latter being the maximum at the outlet of the 
impeller. In the internal peripheral area, concentric to 
the impeller, there is a series of fixed blades that are 
responsible for directing the water almost radially towards 
the distributor (before the distributor).
Distributor: made up of a number of mobile blades 
connected by a ring. Its function is to distribute and 
regulate the water flowing to the impeller in accordance 
with the orders of the speed regulator.
Speed regulator: to move the distributor’s blades, great 
efforts are required, which are provided by servomotors. 
They are driven by high pressure oil circuits which are 
controlled by the speed regulator. This element, by means 
of mechanical or electronic means, detects the real speed 
of the G and causes the adjustment of the distributor to 
maintain the constant speed.
Suction pipe: angled pipe that links the turbine to 
the drainage channel. It is designed so that the outlet 
pressure of the impeller is lower than the atmospheric 
pressure. This depression sucks in water that leaves the 
turbine, recovering the kinetic energy that the liquid has at 
the entrance of the impeller, increasing the performance 
of the turbine.
Turbine shaft: transmits to the alternator rotor the 
movement required to generate electrical energy. The 
shaft is fitted with a thrust bearing that supports the 
weight of the assembly. An oil circuit lubricates its parts by 
passing the oil through a heat exchanger to keep it cool.
Guide bearing: it is in charge of reducing the vibration 
of the shaft and maintaining its position. It also has an 
oil cooling system. A shaft sealing system prevents water 
from leaking out of the turbine. It consists of carbon or 
graphite seals that close around the shaft, cooled by a 
pressurised water system that also helps to prevent water 
access from the impeller.
Turbine protection: Protection equipment based on 
mechanical effects producing alarms, trips or signals 
of different parameters. The protection equipment are 
thermostats, thermometers, pressure switches, level 
detectors, flow meters, tachometers, control system 
relays, etc.
 
Figure 2: Distributor and turbine blades. 
(Source Endesa Generación-Enel Green Power).
 
Figure 3: Francis turbine. 
(Source Endesa Generación-Enel Green Power).
 
Figure 4: Kaplan turbine. 
(Source Endesa Generación-Enel Green Power).










Figure 1: Equipment of a Francis turbine. 
(Source www.mechanicalbooster.com).
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3. Methodology
The research of this paper is based on these actions in 
the turbine system and its equipment:
• Analysis of incidents in the turbine system in a 
universe of incidents of hydroelectric groups.
• Identification of failure modes, failure types and root 
causes.
• Classification and prioritisation of failure modes.
• Determination of the maintenance strategy.
• Establishment of the proposed tasks.
• Consolidation of proposals.
4. Analysis of turbine system incidents
Through a universe of hydroelectric plants and the 
incidents that occurred in a temporary period of 10 
years, information can be obtained regarding the 
different typology of the incidents for each system of the 
hydroelectric group as well as the incidents of the turbine 
system to determine the criticality of each failure and to be 
able to prioritize the actions to be carried out with a limited 
economic budget by the management of any company 
as opposed to the maintenance department (Egusquiza 
et al., 1994; Martinez Monseco, 2013; 2016). Table 2 
shows the characteristics of hydroelectric power plants.
Table 2: Characteristics of the hydroelectric power stations 
analysed. (Source: data for current doctoral research 
Martinez Monseco, 2016).
Hydroelectric power plants analysed
109 plants Installed power 
3461 MW
Average hours 
operation per group 
6739 h
203 hydro groups Average power per 
group 31 MW
Annual operating rate 
per group 78%
The following Figures 5 and 6 show a distribution chart of 
the different incidents for each system of the hydroelectric 
group (Martinez Montero, 2013, 2016, 2020). As can be 
seen, incidents in the turbine system have a significant 
weight in the total number of incidents in the plants 
analysed (29% of the total number of incidents analysed).
 

















Figure 5: hydroelectric power plants incidents. (Source: data for 








































































HYDROELECTRIC POWER PLANTS INCIDENTS
Figure 6: Distribution of incidents by systems equipment in 
hydro power plant. (Source: data for current doctoral research 
Martinez Monseco, 2016).
Figure 7 shows the pareto diagram of the classified 
incidents (%) in each of the subsystems or equipment that 
make up the turbine system.
Through the information reflected, it can be clearly seen 
that the most significant incidents occur in the next 
subsystems:














































INCIDENTS OF TURBINE SYSTEM EQUIPMENT
Figure 7: Pareto distribution diagram of hydroelectric power 
plant incidents in turbine system. (Source: data for current 
doctoral research Martinez Monseco, 2016).
5. Analysis of failure modes and effects of 
the turbine system
A quantitative or qualitative method of analysis that 
consists of analysing failure modes and their effects 
by considering their probability of occurrence and the 
severity of their effects (Bloom, 2016; Moubray, 1997).
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5.1. Function
Before defining what process to apply to determine 
what needs to be done to ensure that any physical 
asset continues to do what its users want it to do in its 
operational context, two things need to be done:
• Determine what your users want you to do.
• Assure that it is capable of doing what its users want 
it to do.
5.2. Functional failure
The maintenance objectives are defined by the operational 
expectations associated with the asset (Moubray, 1997; 
Sifonte and Reyes-Picknell, 2017). The only fact that 
can make an asset unable to function according to the 
parameters required by its user is some kind of failure.
The RCM process performs a two-level analysis:
• First, it identifies the circumstances that lead to the 
failure.
• Then it asks what events could cause the asset to fail.
5.3. Failure mode
Once the functional failure has been identified, the next step 
is to try to identify all the facts that may have caused each 
failure state (Calixto, 2016; Sifonte and Reyes-Picknell, 
2017). These events are called failure modes. Possible 
failure modes include those that have occurred in the same 
or similar equipment operating in the same context.
Figures 8, 9, 10, 11, 12 and 13 show different failure 
effects related to the failure modes in the Turbine System.
 
Figure 8: Detail of turbine damage due to cavitations. 
(Source Endesa Generación-Enel Green Power).
 
Figure 9: Detail of damage to turbine distributor blades due to 
cavitations. (Source Endesa Generación-Enel Green Power).
5.4. Effect of failure
The fourth step of the RCM process is to list the effects of 
the fault, which describes what happens when each fault 
mode is passed (Bloom, 2016; Calixto, 2016; Moubray, 
1997; Sifonte and Reyes-Picknell, 2017). This description 
should include all the information needed to support the 
assessment of the consequences of failure, such as:
• Evidence that the failure has occurred
• Threats to safety or the environment caused by the 
failure.
• Consequences on production or operations
• Physical damage caused by the failure.
• What must be done to repair the fault.
Table 3 shows an example about the information of one 
of the incidents analysed by the amfec of the Turbine 
System.
Table 3: Example of FMECA analysis of turbine 
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Figure 10: Detail of damage to turbine blades due to 
cavitations. (Source Endesa Generación-Enel Green Power).
 
Figure 11: Detail of damage to aeration 
pipes and turbine cone due to cavitations. 
(Source Endesa Generación-Enel Green Power).
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Figure 12: Detail of turbine cone aeration pipes due to 
cavitations. (Source Endesa Generación-Enel Green Power).
 
Figure 13: Detail of degradation with suction 
and turbine aeration pipes due to cavitations. 
(Source Endesa Generación-Enel Green Power).
5.5. Root cause analysis
Hydroelectric power plants are made up of many elements 
and therefore different types of failure can occur that can 
cause deterioration in their operation and reduce their 
useful life. Furthermore, these failures have important 
consequences at a productive and economic level, since 
they can have a high cost of repair and loss of profit. 
The root cause analysis allows us to find the origin of a 
problem by determining corrective measures to reduce its 
occurrence (Calixto, 2016). The importance of root cause 
analysis is based on the following criteria:
• Reduction of exposure to risk.
• Improvement of the efficiency of processes due to the 
reduction and elimination of failures.
• Reduction of repair costs by identifying and correcting 
chronic failure modes.
• Development of a corrective action plan.
• Implement a process of reviewing and monitoring 
requirements to prevent the occurrence of unwanted 
events.




For each incident analyzed, it has been defined:
• The economic cost that has resulted from its resolution.
• The duration (hours) of the resolution of the incident.
• The NPR based on the multiplication of severity index 
S, occurrence index O and detection index D.
In the table of incidents analyzed in terms of indices, the 
colors have been defined according to their criticality 
(green 1-4, yellow 4-6 and red 7-10). Table 4 shows an 
example of this analysis.
Table 4: Example of NPR analysis of failure mode in turbine 







Associated economic cost incidence (m. 
Euros).
10
Duration of repositioning incidence. Hr 12
Severity. Criticity of incidence (1-10) 5
Occurrence. Criticity of incidence (1-10) 6
Detection. Criticality failure (1-10) 7
Npr. Criticality level. 210
Root cause of fault modes O-M
Type of fault






Risk analysis is a process of understanding the nature 
of the risk and determining the level of risk. It provides 
the basis for risk assessment and risk management 
decisions. This analysis also includes risk estimation.
The risk analysis should provide information on whether a 
risk should be treated, the level of risk, and what actions 
will be most appropriate for that particular risk (Calixto, 
2016; Moubray, 1997; Sifonte and Reyes-Picknell, 2017). 
The data obtained should be consistent with the risk 
criteria established by the organization. The risk analysis 
should take into account the causes and sources of the 
risk, its consequences, whether positive or negative, and 
the probability of its occurrence.
5.6.2. Critical index assessment criteria. NPR
The severity column is the first to assign a rating.
Evaluation criterion of NPR (number of risk priorities) is 
based on 3 different weights, on the analysis of the failure 
modes of the different systems of the hydroelectric plant 
(severity, occurrence and detection).
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Severity index. With a weighted evaluation based on 4 
parameters:
• Safety (30% of the total weighting)
• Environment (30% of total weighting)
• Production (20% of total weighting)
• Cost (20% of total weighting)
Severity is the value associated with the worst effect 
resulting from a given failure mode. The value is 
associated between 1-10.
Occurrence Rate is the probability that the cause or 
mechanism of failure, resulting in a failure mode, will 
manifest itself within the estimated life of the component 
or system. The value is associated between 1-10.
Detection index. Detection is the assessment that will be 
assigned to the probability of detecting the appearance 
of the cause or the failure mode. The value is associated 
between 1-10.
A very common error is to assign that the detection range 
is low when the occurrence is low. Normally it will be the 
opposite: we will prepare to detect an unusual fault. It will 
also be very valuable to have the failure history of similar 
components.
The formula of NPR (number of risk priorities) is:
NPR=SxDxO
The worst value that can be obtained is 1000 and the 
best 1. A maximum NPR value can be established from 
which an improvement action has to be taken in order to 
reduce the NPR.
The action resulting from an asset management strategy 
on exit from the analysis of failure modes.
• Eliminating the failure.
• Minimize its occurrence.
If an acceptable result is not obtained, make sure that 
the problem is detected. It must be understood that 
improvement actions must be applied in cases of 
assessment of severity that involve risks to people. The 
determining factor to initiate an action is the severity.
In the effect column of failure modes, the effects of 
failure modes on how they will be perceived by the end 
user should be described. It is very useful to consider as 
effects the possibility of occurrence of “the 7 big losses”:
• Process stops.
• Readjustments.
• Delays and micro-stops.
• Increased cycle time.
• Increased start-up time.
• Increase in % of non-conforming product.
• Tool breakage or degradation.
Through this criticality analysis it has been possible to 
define the average NPR values for the incidents of each 
subsystem or equipment of the turbine system. Table 5 
shows these values, almost all of which are close to 200, 
with the turbine being the one with the slightly higher 
value. Therefore, the turbine system is considered to 
have an average critical value in its overall analysis.
Table 5: Average of NPR in equipment of turbine 




Based on the analysis of the turbine system incidents, the 
different types of failure and root causes are standardised 
in order to obtain analysis information in a grouped 
manner
5.7.1. Types of failure Turbine system. Analysis
Table 6 shows the division between different types of 
failure for the turbine system (10,11).
Table 6: Types of failure by equipment Turbine system. (Source: 
data for current doctoral research Martinez Monseco, 2016).
Types of failure turbine equipment Nº incidents
Electric drives 1
Wrong actions with unavailability 5
Performance of the load-channel chamber level 5
Mechanical protection group action 1
Seizing of mechanical elements 54
Early detection anomalies 1
Misadjustment of operation parameters 2
CA-CC magnetothermic trigger 7
I shoot temperatures 14
Untimely firing control equipment 1
Untimely firing measurement equipment 1
Circulator-flowmeter failure 3
Limit switch failure 1
Switching errors at 1
Lack of water flow 1
Lack of circulation 10
Lack of communication 1
Lack of conditions of FCTO group 1
Lack of remote control 1
Water pipe leaks 2
(Table 6 continue in next page)
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Types of failure turbine equipment Nº incidents
Cracks settlements 2
Electromechanical malfunction 38
Modification FCTO normal 1
Oxidations 3
Lost lubrication parameters 31
Lost manoeuvring parameters 1
Loss of cooling parameters 18
Lost voltage regulation parameters 1
Loss of turbine regulation parameters 47
Electrical problems TT/TI measurement and protection 1
Control equipment problems 46






Clogging of grids 6
Total 378
5.7.2. Failure mechanisms Turbine system. Analysis
The different types of root cause that have been defined 
are those indicated in the Table 7.
Table 7: Types of root causes. (Source: data for current 








Table 8 shows the different failure mechanisms classified 
according to the different types of root cause (Vargas 
Castillo & Caicedo Delgado, 2019; Garcia Illescas, 2007).
Table 8: Failure mechanisms by equipment turbine 
system. (Source: data for current doctoral research 
Martinez Monseco, 2016).












Failure mechanisms by equipment turbine system Nº incidents
INS 15
MEC 27















5.7.3.  Economic cost associated with turbine system 
incidents. Analysis
Table 9 and 10 show the summed economic costs for 
each subsystem or equipment of the turbine, in order to 
assess the importance associated with its impact.
Table 9: Economic cost of failure modes by equipment 
Turbine system. (Source: data for current doctoral research 
Martinez Monseco, 2016).
Failure modes by turbine 
system equipment










Table 10: Economic cost distribution of failure modes by 
equipment Turbine system. (Source: data for current doctoral 
research Martinez Monseco, 2016).
 
(Table 8 continue in next page)
(Table 6 continue from previous page) (Table 8 continue from previous page)
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6.  RCM tables. Maintenance strategies and 
maintenance tasks
Once the functions and the operational context of the 
turbine system have been defined, the following table 
(Table 11), analyses the functions, faults, failure modes 
and effects of a turbine system (Calixto, 2016; Vargas 
Castillo & Caicedo Delgado, 2019; Garcia Illescas, 
2007), and includes the possible definition of the 
maintenance action to be implemented. as its frequency 
to apply (Sifonte and Reyes-Picknell, 2017).
Through this article, a guide for the application, revision, 
or modification of the maintenance strategy of any 
industrial system has been presented, using as an 
example a high reliability industrial system (hydroelectric 
power plant). Any person in charge of maintenance or 
maintainer can carry out a practical exercise to review 
the work they do based on the maintenance objectives 
set for the system to be maintained.
7. Distribution of maintenance tasks
The systems, the equipment, the degrees of criticality 
of each system as well as the maintenance objectives 
of the hydroelectric plant have been defined. The 
next step is to define the operations to be carried out 
within each maintenance mode to be implemented 
in the development of the maintenance plan. In the 
following sections the actions to be implemented in the 
maintenance modes considered are developed.
The results of this analysis are based on a new 
maintenance strategy based on redesign as well as 
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monitor the failure 
condition.
continuous
Remove foreign matter. 4days 
4 operators.
2 Electronic regulator fault
The anomaly of the regulator 
can lead to the misadjustment 
of the servos of the injectors 
increasing the vibrations, loss 
of performance, it will not be 
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speed control) 
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automatism of the water 
pressure in the forced pipe not 
fulfilling the permissive ones 









equipment and in 
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with SCADA 
system for online 
monitoring.
continuous












circuit due to 
vibrations of 
the unit for 
normal use
Loss of information to the 
automatism of the water 
pressure in the forced pipe not 
fulfilling the permissive ones 












m3/s. at XXX 
rpm with a 
power of X 
MW. For a net 









It does not turn by blocking. 
Unlocking of the wheel, 
assessment of damage and 







in order to 
monitor the failure 
condition.
continuous
Time: if it is only unlocked 4 
days 4 people, if the wheel 
has to be replaced 3 months 
5 people
(Table 6 continue in next page)
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measurements. If the vibration 
level increases too quickly, 
the unit must be partially 
dismantled, and the impeller 
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and vibrations on 
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Time: 1 year. Specialised 
company.
B













of the material 
by vibration
There is a misalignment of 
the machine and the entire 












and vibrations on 
line.
continuous
Time: 1 year. Specialised 
company…
(Table 11 continue from previous page)
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on online predictive maintenance tasks (condition-
based maintenance). It mainly considers the analysis of 
vibrations, analysis of oil degradation and implementation 
of predictive algorithm of group stops.
 
Figure 14: Dismantling of distributor blades and bushings. 
(Source Endesa Generación-Enel Green Power).
7.1. Predictive maintenance. Vibrations
The vibratory analysis of the unit can be used to diagnose 
the condition of the machine. The aim is to detect incipient 
damage and to follow the evolution of the machine’s 
condition in order to avoid catastrophic breakdowns and 
to plan maintenance accordingly. Due to the increasing 
reduction of opex, it has become necessary to install 
monitoring systems to improve the reliability and safety 
of the operation of the units, and the vibratory control is 
used to optimize the maintenance techniques in order to 
achieve a better planning. The aim is to detect wear and 
damage in its early stages and to follow the evolution with 
the hours of operation of the machine to avoid catastrophic 
damage and to select the best possible time for machine 
stops (maintenance). The aim is not to replace periodic 
inspections (preventive measures) but to extend them, 
which has a clear economic impact on maintenance costs 
(Egusquiza et al., 1994).
Predictive maintenance consists of monitoring the 
machine by measuring and analysing a series of 
parameters representative of its condition.
In the case of maintenance in hydroelectric power stations 
there are difficult services due basically to the fact that the 
dynamic behaviour of a group is very complex (it covers 
fields of engineering such as hydraulics, mechanics, 
electricity and electronics) (Egusquiza et al., 1994).
7.1.1. Experimental measurements
In order to know the state of the machine, it is necessary 
to proceed to measure in strategic points to have the 
diagnosis of the machine (Figure 15).
By means of the data of the hydroelectric group 
(speed of rotation, number of blades and guidelines, 
characteristics of the bearings, etc.) it is possible to 
determine the characteristic signature of vibrations 
of the hydroelectric group to determine the dynamic 
parameters of operation.
 
Figure 15: Diagram of a vertical group with the position of the 
sensors. A: accelerometers. D: Proximity probes. P: pressure 
transducers.(Source Egusquiza et al., 1994).
7.2. Oil analysis
Lubricating oil plays a decisive role in the smooth 
running of any machine. When the lubrication decreases 
or disappears, there is a decrease in the lubricant film 
between the mechanical elements with relative movement 
between them, which causes wear, an increase in the 
friction forces, an increase in temperature, causing 
dilations and even the fusion of materials and blocking of 
moving parts (Egusquiza et al., 1994). The lubricant level 
itself can therefore be a functional control parameter. 
However, even if the correct level is maintained, the oil 
in operation is subject to degradation of its lubricating 
properties and to contamination, both externally (dust, 
water, etc.) and internally (wear particles, sludge, rubber 
and lacquer formation). Condition monitoring by means of 
physical-chemical analysis of oil samples in service and 
analysis of wear particles contained in the oil (ferrography) 
can warn of incipient failures in the lubricated organs.
7.3.  Application of calculation and prediction of 
hydroelectric group stops of maintenance
Once the need for continuous information on the control 
parameters of the turbine system has been justified, the 
next step will be to define a prediction algorithm based 
on the development of the values of these independent 
variables in order to be able to interpret when the 
hydroelectric group needs to enter a technical maintenance 
stop before an incident occurs. The independent control 
variables to be analyzed in the turbine system are:
• Upper guide bearing temperature (°C)
• Water flow in the heat exchangers (m3/s)
• Speed regulation pressure (bar).
• Load pipe pressure (bar).
• Load pipe flow (m3/s).
• Reservoir level (mca).
• Load generated (MW).
• Frequency (Hz).
• Turbine guide bearing temperature (°C).
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Based on these independent variables with continuously 
measured values, it is possible to define the correlation 
with a dependent variable that indicates the need to stop 
or not the hydroelectric group (Vargas Castillo & Caicedo 
Delgado, 2019; Garcia Illescas, 2007). This correlation 
analysis can be carried out using an Excel application 
where each independent variable can be defined with 
respect to the dependent variable of group shutdown. 
Based on this analysis it is possible to plan and schedule 
the stops of the hydroelectric groups taking into account 
the analysis of the maintenance conditions.
7.4.  Redesign and new maintenance strategy 
for the turbine system
Once the analysis of the turbine system has been 
carried out, its incapacities, failure modes and the 
maintenance tasks that can be associated with the new 
maintenance strategy, the measures to be implemented 
in the hydroelectric group would be:
• Redesign of the measurement and control system 
of the turbine, in order to have all the parameters 
of the hydroelectric group available online and thus 
be able to know the state of the hydroelectric group 
continuously.
• Redesign of a new measurement and predictive 
control system to provide continuous data on 
the vibrations of the hydroelectric group and the 
degradation of the oil.
• Study of the turbine regulation system to analyze if it 
really is an obsolete control system that can make it 
unavailable for a long period of time or if, on the other 
hand, it is an appropriate regulation system, but the 
necessary equipment or spare parts are not available 
to deal an incident in the hydroelectric group.
• The creation of a simple control algorithm (for 
example using an Excel spreadsheet), where the 
parameters of the hydroelectric group are controlled 
and processed to indicate the dependent variable that 
defines the stop time for maintenance or intervention 
based on continuously observed conditions.
8. Conclusions
In terms of the different tools used in this article, the 
following conclusions can be identified.
Regarding the analysis of incidents:
• The turbine system is one of the systems of the 
hydroelectric group with the highest number of 
incidents produced
• Within the analysis of subsystems or equipment of 
the turbine system the main problems that generate 
incapacities come from
• Measurement and control subsystem.
• Speed regulation subsystem
• Turbine subsystem
• Lubrication subsystem
Regarding the AMFEC analysis:
Respect to the analysis of the criticality of the incidents 
analysed (NPR, severity, occurrence, detection) 
practically all the subsystems or equipment have a fairly 
similar average NPR and in approximate values of 200. 
NPR of this value indicates an average criticality value.
Accordingly to the analysis of the types of failure analysed, 
there are mainly incidents in the following typologies:
• Seizure of mechanical elements.
• Electromechanical malfunction.
• Control equipment problems.
• Measurement equipment problems
• Lost turbine regulation parameters.
• Lost cooling parameters.
• Temperature trigger.
The results of the research indicate that to analyze the 
period of application of a maintenance action there will 
be enough problems to apply a general mathematical 
model that will indicate the frequency of application of a 
maintenance action. Regarding the analysis of the failure 
mechanisms by system, it is observed that the majority 
of incidents are originated by root cause problems with 
respect to instrumentation (INS), mechanics (MEC) and 
electrics (ELE):
• Measurement and control (INS, MEC)
• Regulation (INS, MEC)
• Turbine (ELE, MEC)
• Oil and control (MEC).
In terms of the analysis of economic cost of incidents 
analyzed:
• 50% of the costs associated with the incidents are 
grouped in the Measurement and Control and Turbine 
subsystems.
• The remaining 20% is associated with incidents in the 
turbine regulation and lubrication subsystems.
The previous maintenance plan of turbine system is 
developed based on 3 annual maintenance tasks:
• Quarterly maintenance: hydroelectric groups stop for 
several days. Checking of measurement and control 
circuits and replacement of filters.
• Annual maintenance: hydroelectric groups stop for 
several weeks with hydraulic discharge and emptying 
with aspiration to enter the turbine to make a visual 
inspection.
• Annual predictive maintenance: 1-2-day shutdown 
of groups to take oil samples and to have the group 
in verification and tests making measurements of 
vibrations of hydroelectric group to different loads.
It is interesting to find that respect to the previous 
maintenance plan:
• No continuous information is available on the status of 
the hydroelectric group.
• There is a series of unavailability of the hydroelectric 
group that causes the loss of electricity generation 
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(loss of profit) to carry out the defined maintenance 
tasks.
• The maintenance periods in which the maintenance 
tasks are carried out are constant and have no 
justification with respect to a control condition.
The research of this study has provided a new 
maintenance proposal based on the next tasks:
• Installation of oil degradation sensors and vibration 
monitoring sensors to provide this information online 
and without the need for the hydroelectric unit to be 
unavailable.
• Implementation of sensors and detectors of parameters 
of control of the system of turbines, so that there is 
a major reliability in the obtained information as well 
as to have a duplicated control of the measurements 
of the parameters that communicate with the system 
SCADA and this way to be able to have information 
at all time of the state of the hydroelectric group 
(temperatures, flows, pressures, etc.)
• Visual inspections of the state of the turbine by 
means of underwater robots that avoid the average 
unavailability of the group with the need to carry out 
hydraulic discharges and emptying of the suction 
cone for physical access of operators to the turbine.
• Implementation of a PLC control system for regulating 
the load of the hydroelectric group to prevent the 
regulation of loads or the production of electrical 
power in areas of high turbine cavitation, thus avoiding 
high mechanical degradation that in the medium term 
will cause the need to stop the machine and carry out 
major dismantling (temporary average unavailability).
• Implementation of a prediction algorithm for group 
shutdown based on measurement and control 
parameters of the turbine system, obtaining a 
dependent variable that indicates the programming of 
a hydroelectric group.
The most significant findings of this study have provided 
the next optimization improvements:
• Reduction of the stops of hydroelectric group for the 
accomplishment of maintenance tasks. (minimization 
of loss of profit due to non-production of electricity).
• Continuous knowledge of the electromechanical 
state of the hydroelectric group through the on-line 
measurements that can be obtained. In this way 
it is possible to program and plan the stops of the 
hydroelectric group based on the justification of the 
control condition.
• Implementation of a strategy of predictive maintenance 
that is not very invasive.
• Increase of normal operation of the hydroelectric 
group (electricity market to obtain income from 
electricity generation).
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